
FDOT:  District Four Construction

  

BID QUESTIONS AND RESPONSES 

       PROPOSAL ID: T4306          DISTRICT: 04        COUNTIES  : ST LUCIE
       ROAD NAME    : SR 70 (OKEECHOBEE RD)
       LIMITS       : FROM SR 713 (KINGS HWY) TO CROSSROADS PKWY

       FINPROJ NO(S): 41071715201 (*)   FEDERAL AID NO: 1503036P     MAJOR 
WORK CLASS: ADD LANES & RECONSTRUCT

       TOTAL ROADWAY  LENGTH: 0.581          MILES         CONTRACT DAYS: 468
       TOTAL BRIDGE   LENGTH: 0.000          MILES         LETTING DATE : 04/27/11
       TOTAL PROPOSAL LENGTH: 0.581          MILES         CONTRACT EXECUTION 
DAYS: 10
                                                           SPECIAL START DATE: N/A
                                                           ACQUIS./FLEXIBLE START TIME : 15 DAYS

 
        
       

Question   Response 
Posted 4/12/11 at 9:44 am 
  
1) The Bid Solicitation Notice and 
Approximate Quantities show pay item 
0690‐34‐1 as having a quantity of 80 EA 
and pay item 0690‐34‐2 as having a 
quantity of 60 EA.  Should these 
quantities be 4 EA and 3 EA, 
respcectively?  Please advise. 
  

  Posted 4/14/11 at 8:01 am

1) A plan revision is being processed 
to reflect the correct quantities for 
pay item 690‐34‐1 as 4 ea and 690‐
34‐2 as 3 ea as noted.  

Posted 4/19/11 at 8:46 am 
 
2) Sheet L‐4 of the lighting plans states 
the following under the Legend 
Description: 
"Underground conduit Schedule 40 

  

  

Posted 4/19/11 at 4:42 pm 
 
2) The size for ALL conduits 
(underground, underpavement and 
directional bore) is 2 inches. 
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PVC conduit... (conduit and conductor 
size as shown on the plan sheets)", 
"Under pavement rigid Galvanized 
metal conduit... (conduit and 
conductor size as shown on the plan 
sheets)" and "Directional Bore conduit 
Galvanized metal conduit... (conduit 
and conductor size as shown on the 
plan sheets)". 
The conductor size is shown on the plan 
sheets, but there are no sizes shown for 
the conduits.  Please provide the sizes 
of the underground, under pavement 
and directional bore conduits. 

  

Posted 4/19/11 at 8:52 am

3) In regards to the lighting plans, 
please verify if Rigid Galvanized Metal 
will be required for the underpavement 
conduit (pay item 715‐2‐12) and if 
Galvanized Metal will be required for 
the directional bore (pay item 555‐1‐1).

  Posted 4/19/11 at 4:42 pm 
  
3) As per plan, Rigid Galvanized 
Metal will be required for the 
underpavement conduit (pay item 
715‐2‐12) and Galvanized Metal will 
be required for the directional bore 
(pay item 555‐1‐1). 
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