
 

Florida Department of Transportation 
RICK SCOTT 
GOVERNOR 

605 Suwannee Street 
Tallahassee, FL  32399-0450 

JIM BOXOLD 
SECRETARY 

 
April 3, 2015 
 
Khoa Nguyen 
Director, Office of Technical Services 
Federal Highway Administration 
545 John Knox Road, Suite 200 
Tallahassee, Florida 32303 
 
Re: State Specifications and Estimates Office 
 Section 700 
 Proposed Specification: 7000405 Signing, Pavement Marking And Lighting. 
 
Dear Mr. Nguyen: 
 
We are submitting, for your approval, two copies of the above referenced Supplemental 
Specification.  
 
The changes are proposed to correct reference errors. Section 785 was deleted for the July 2015 
eBook and the language moved to other Sections. These two references were missed. 
 
Please review and transmit your comments, if any, within two weeks. Comments should be sent 
via email to SP965DS or daniel.scheer@dot.state.fl.us. 
 
If you have any questions relating to this specification change, please call me at 414-4130. 
 
      Sincerely, 
       
      Signature on file 
       
      Daniel Scheer, P.E. 
      State Specifications Engineer 
 
DS/dt 
Attachment 
cc: Florida Transportation Builders' Assoc. 
 State Construction Engineer



7000405 
All Jobs 

SIGNING, PAVEMENT MARKING AND LIGHTING. 

(REV 4-1-15) 

SUBARTICLE 700-4.5 is deleted and the following substituted: 

 700-4.5 Main Power Supply and Energy Distribution Specifications: Provide a 
nominal single-phase power line voltage of 120/240 VAC. Ensure the DMS meets the 
requirements of NEMA TS 4-2005, Section 10.2. 
  Ensure all 120 VAC wiring has an overall nonmetallic jacket or is placed in metal 
conduit, pull boxes, raceways, or control cabinets and installed as required by the NEC. Do not 
use the sign housing as a wiring raceway or control cabinet. 
  Provide Type XHHW power cables sized as required by the NEC for acceptable 
voltage drops while supplying alternating current to the sign. 
  Ensure surge protective devices (SPD) are installed or incorporated in the sign 
system by the manufacturer to guard against lightning, transient voltage surges, and induced 
current. Ensure that SPDs meet or exceed the requirements of 785-2Section 620. Ensure SPDs 
protect all electric power and data communication connections. 
 
 

SUBARTICLE 700-4.8.4 is deleted and the following substituted: 

  700-4.8.4 Control Cabinet: Provide a control cabinet that meets the requirements 
of 785-4Section 676. Ensure that the minimum height of the cabinet is 46 inches. 
   Provide a ground control cabinet that includes the following assemblies 
and components: power indicator, surge suppression on both sides of all electronics, 
communication interface devices, connection for a laptop computer for local control and 
programming, a four foot long cable to connect laptop computers, a workspace for a laptop 
computer, and duplex outlets. 
   Provide for all telephone, data, control, power, and confirmation 
connections between the sign and ground control box, and for any required wiring harnesses and 
connectors. 
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