
6320000 Signal Cable 
COMMENTS FROM INTERNAL/INDUSTRY REVIEW 

Bijan Behzadi 
813-520-4351 

behzadi@pbworld.com 
Comments: (1-8-13) 
Suggest adding separation of high and low voltage conductors for: 632-3: Conductors for the 
pedestrian signal head and the push button shall be separated at the base of the pedestal and 
routed to the detection panel using separate raceways. 
 
Response: 
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