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Power Distribution Assembly
Service Entrance, Breakers,
Primary AC Filter, Terminal
Blocks, Ground Bussbar TVSS
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Air Vent Dual Fans 2. The minimum DMS cabinet dimensions shallbe
36"H X 24"W X 22'D.
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/ 3. Conduit entrances are in bottom of cabinet.
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protected and (1) GFI protected.
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GENERAL NUOTES:

1. All dimensions are approximate.

Entrance, Power Filter, Main Breaker,

\ Seperate Circuit Breakers For
\ N Equipment Power And Convenience
\ Outlets, Ground Blocks, Ground

\

GFI Protected

Bussbar And Terminal Blocks For
Direct Connection To Protected
Power Outlets

Convenience Outlet
24"  For Portable Tools

FRONT VIEW

19" ETA Rack With Tapped 10-32
Threaded Holes
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